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Rew
USA Ground Operations CIL Sheet  DEC 15 159

Critical Ham:  valva, Check Criticality Category: 15
NASA Part Nt None Toltal Quantity; 2
MfgfPart No:  Stockham / G-931
System: Deluge Fire Extinguishing System

Find No. Oty | Area PMIN Bascline | Drawing / Sheet
VM-S01-012 1 vaB KE1-27 75 387.00 BOKS0ZE1 /5
VYN-501-01¢ 1 [vAB K61-2778 | 387.00 AGKS02e / 5 |
Function:

Prevents water supplied by Utility Annax firex purps from flowing into fhe autput lines of the firex water
shoraga Anks.

Failure Mode No. Failure Cause . Deteetion Method Crit
Failore Mode Failyre Effect Time to Effect Cut
Q83YIIR-001 001 Cormrosion, contamination, ar failure of intarmal piaca Mome 15
' part.

Fal dosed Immedigte

Loss of 25th flaer storage tank capability to provide
firex water supply ko VAB low zone sprinkler systams
and hase racks. Loss of 40th flecr storage tank
capabllity to supply firgy water to VAB high zone
sprinkler systems and hoes racks aheve 16t Aoar
and low bay roof hoze rapls, Unable ta detect naed
start firex pump(s) to provide addinonal frex, deluge
water supply. Possibility of loss of Ife andfor vehicle
during a hazardous slituatian,

ACCEPTANCE RATIONALE
Dasign:
= Cast iron body = Metal ta matal seat
* Boitad cap « Brazs Hings Pin
* Full waterway * Bronze Dise Ring
Test:

* OMI MB135 gerforms weekly, monthly, quarterdy, semiannual and srnual mainiananee lo enswrs that the
firex system is operational and parforms 25 intended. o

* QM) M2062 performs an annual validafion which verifiss the check valves are operatlonal.

- GMRSD File VI requires anmual verificalion of water fiow.
Inspection:

+ Nones
Fallure Hictory:

* Current data o test failuras, unexplsined anomalies, and other failures pxperienced during around
processing activities can be found in tie PRACA database. The PRACA database was rezaarched and no
data wias found on this companent in the oritical lsilure mede,

Operational L/ge-
Correcting Action Tirneframe
There is na action which can he taken to mitigate the failure effect. | Since no corredting sction is availayle,
timeframe does not apply. |
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